
AR200

Wiring diagrams 

Control options for electrically heated units

CB32N,
control box

Internal wiring diagram
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Wiring diagrams 

Control options for electrically heated units

Level 1

RTI2, 
electronic 2-step 
thermostat

CB32N,
control box

Level 2

RTI2, 
electronic 2-step 
thermostat

CB32N,
control box

MDC, magnetic door 
contact with time delay
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Wiring diagrams 

Control options for water heated units

Level 1

SD20, 
actuator

TVV20/25,  
two way valve

CB30N,  
control box

T10, 
electronic 
thermostat



AR200W

AR200W

AR200W

230V~

0

CB30N

1 2 3 4 5 6 7

SD20

TVV20

L21 53 4 6 7 N

c °

RTI2

24L D
C

D
C

MDC

Door
contact

21 22N

AR210W
AR215W

AR220W

L N 21 3 64 5

B
la

ck

B
la

ckB
ro

w
n

B
ro

w
n

M
~

°C

2

3 3

1

1

Blue

B
lu

e
2
1

3

AR215W
3µF

AR210W

5µF
4µF

7µF
6µF
12µF

AR220W
3µF
10µF
14µF

CK02W

AR200

Wiring diagrams 

Control options for water heated units

RTI2, 
electronic 2-step 
thermostat

CB30N,  
control box

MDC, magnetic door 
contact with time delay

Level 2

SD20, 
actuator

TVV20/25,  
two way valve


